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24V 7VA transformer
Relays 16A _
p 32 and 35mm DIN rail mountable
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p NI N DIP Switch Settings:
240V N O Dip Switch 1 on
A G Input 3 Activates Relay 2 & 3
Dip Switch 2 on
Input 3 Activates Relay 1 & 3
Dip Switch 1 & 2 on
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Input 3 Activates Relay 1,2 & 3




	Page-1�

